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ABSTRACT: The contact stabilization process has been applied in full-scale plants which treat domestic wastewater. The main advantage 
of this process is the short hydraulic retention time (HRT) in the contact reactor (CR), allowing treatment volumes significantly lower than 
in conventional activated sludge processes. This paper presents an analysis of the influence of the HRT and sludge recycle rate (r), on the 
performance of a contact stabilization process to remove organic matter and solids from the domestic wastewater of the city of Cali (Colombia). 
The research was carried out at Cañaveralejo Wastewater Treatment Plant (C-WWTP) facilities. The contact stabilization process was 
assessed at a pilot-scale unit treating raw wastewater influent to the C-WWTP. The HRT varied between 0.84 to 1.66 h in the contact reactor 
and 2.56 to 4.65 h in the stabilization reactor (SR). The evaluation of HRT was carried out with different r varying between 40 and 100%. 
The operational conditions that allowed for us to obtain the best performance in terms of organic load removal (14.05 kgCOD.d-1), with removal 
efficiencies of chemical oxygen demand (COD), biological oxygen demand (BOD5), and total suspended solids (TSS) of 86, 87, and 82 %, 
respectively, were an HRT of 0.84 h in CR, and 4.11 h in SR, with a sludge recycle rate of 40%. In order to guarantee this performance, average 
values of sludge retention time (SRT) of 6 d; a volumetric organic load (VOL) of 2.13 kgBOD5.(m3.d) -1; a food microorganism relation (F/M) of 0.89 
kgBOD5.(kgVSS.d)-1; and a mixed liquor volatile suspended solids (MLVSS) of 1125 mg.L-1 in CR, and 3173   mg.L-1 in SR, must be maintained.
KEYWORDS: Activated sludge, contact stabilization, organic matter removal, secondary wastewater treatment
RESUMEN: El proceso de estabilización de contacto ha sido aplicado en plantas de tratamiento de aguas residuales domésticas a gran escala. La 
principal ventaja de este proceso está representada en los bajos tiempos de retención hidráulicos (TRH) de operación del reactor de contacto (RC), 
lo que permite que los volúmenes de tratamiento sean considerablemente más bajos que en los procesos convencionales de lodos activados. Este 
trabajo presenta un análisis de la influencia del TRH y la tasa de recirculación (r) en el desempeño del proceso de estabilización por contacto para la 
reducción de materia orgánica y sólidos de las aguas residuales domésticas de Cali. La investigación fue llevada a cabo en las instalaciones de la Planta 
de tratamiento de aguas residuales de Cañaveralejo (PTAR-C) de Cali. El proceso de estabilización por contacto fue evaluado a escala piloto tratando 
el agua residual afluente a la PTAR-C. Se estudiaron rangos de TRH entre 0.84 y 1.66 h en RC y entre 2.56 y 4.65 h para el reactor de estabilización 
(RE). La evaluación del TRH fue realizada con diferentes valores de r Tasas de recirculación de lodos ( r) que variaron entre el 40 y 100 %.
La condición operacional que garantizó el mejor desempeño en términos de carga orgánica eliminada (14.05 kgDQO.d-1) y eficiencias de reducción 
de DQO, DBO5 y SST (86, 87 y 82 % respectivamente) fue para un TRH de 0.84 h en RC, y 4.11 h en el RE, con una tasa de recirculación del 
40%. Adicionalmente, se encontró que para garantizar este desempeño se deben mantener valores promedio de tiempo de retención celular (TRC) 
de 6 d, Carga orgánica volumétrica (COV) de 2.13 kgDBO5.(m3.d)-1, relación alimento microorganismos (A/M) de 0.89 kgDBO5.(kgSSV.d)-1 
y Concentración de Sólidos Suspendidos Volátiles en el Licor Mixto (SSVLM) de 1125 mg.L-1 y 3173 mg.L-1 en RC y RE, respectivamente.
PALABRAS CLAVE: Lodos activados, Estabilización por contacto, reducción de materia orgánica, tratamiento secundario de aguas 
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1. INTRODUCTION
The activated sludge system is a suspended-growth 
aerobic process which uses the metabolic reactions 
of microorganisms to convert biodegradable organic 
wastewater constituents and certain inorganic fractions 
into new cell mass and byproducts. This process has been 
widely applied for the treatment of domestic and industrial 
wastewater, due to the high efficiency obtained, operational 
flexibility, and possibility of nutrient removal [1-3]. 
Contact stabilization, as an activated sludge process 
modification, comprises two aerated reactors (the 
contact reactor [CR], and the stabilization reactor 
[SR]) separated by a sedimentation tank [3-7]. The CR 
receives the influent flow and the biomass in a starved 
condition so that soluble material is readily adsorbed 
and absorbed by the starved biomass. 
The mixed liquor leaving the CR is settled and the 
biomass is concentrated. Then, the biomass is sent 
to SR, where colloidal material removed from the 
wastewater in the CR is stabilized. Stabilized biomass 
is returned to the CR by a biomass recycle flow [8]. 
Figure 1 shows a schematic representation of the 
contact stabilization process. 
The main design and operating parameters of activated 
sludge systems include the hydraulic retention time 
(HRT), the sludge recycle rate (r), the sludge retention 
time (SRT), mixed liquor volatile suspended solids 
(MLVSS), the volumetric organic load (VOL), the 
food microorganism relation (F/M), the sludge 
settling properties (sludge volumetric index [SVI]), 
the characteristics of floc, and the concentration of 
dissolved oxygen (DO) [6, 9, 10]. 
Figure 1. Contact stabilization process
The HRT is one of the main parameters in the activated 
sludge system as it is implicitly associated with the 
organic load applied and the reactor volume. The HRT 
affects the costs of implementation, operation, and 
maintenance [11]. For CR, the HRT varies between 
0.5 and 1.5 h. For SR, the HRT is determined by the 
recycle rate (flow recirculation) and can vary between 
2 and 6 h [9].
The VOL and F/M represent the organic load applied 
to the system in terms of the reactor volume and the 
active biomass, respectively [9, 10]. The F/M can create 
conditions that favor the predominance of filamentous 
organisms that affect the settling properties of the 
sludge, causing brown foam in the aeration tank and 
deterioration in effluent quality [12, 13].
The SRT, used for the design and operation of the 
system, is the most important parameter in maintaining 
the MLVSS concentration, as it influences the evolution 
of the biochemical transformation processes and 
is related to the rate of growth of microorganisms, 
because only the microorganisms capable of breeding 
in this time can survive and enrich the system [6, 14]. 
According to Liao et al. [15, 16], Liss et al. [17], and 
Wilen et al. [18], the SRT can affect the floc structure 
and the settling properties of the sludge. 
The MLVSS represents the amount of biomass in 
the system. The typical values for activated sludge 
systems vary between 500 and 5000 mg.L-1 and 
the recommended concentrations for the contact 
stabilization process are between 1000 and 3000 mg.L-1 
for CR, and between 4000 and 10000 mg.L-1 for SR 
[6, 9, 19].
The fraction of biomass in CR is called the sludge 
distribution fraction ( factor), and values recommended 
are between 0.1 and 0.3 [4, 8]. The SVI indicates the 
separation efficiency of the biomass of the mixed 
liquor. According to Withey et al. [20], the settling 
properties of sludge formed during the activated sludge 
process are essential for the clarification of the effluent. 
Jenkins et al. [12] indicated that high values of SVI are 
associated with sludge bulking and foam problems that 
affect the effluent quality.
The solids concentration in the secondary settler affect 
the solids concentration in the recirculation sludge, 
although if the sludge is concentrated, the recycle rate Vásquez et al 100
requirements will be lower in order to guaranteed the 
MLSSV in the SR, which is also affected by the SRT 
[6, 9]. 
The DO concentration is important in the development 
of processes that occur in the activated sludge systems. 
The main oxygen requirements are determined by 
oxidation of organic matter and ammonium through 
heterotrophic and autotrophic microorganisms 
respectively [21]. Low levels of DO can affect the 
sludge settling properties and the metabolic activity 
of microorganisms, generating an incomplete removal 
of substrate, which is reflected in the poor effluent 
quality [22].
Since 1972, studies have been conducted on this 
process. Between 1975 and 1980 Gujer and Jenkins [5, 
7] and Alexander et al. [8] proposed the kinetic models 
for carbon removal and nitrification, and found that this 
system can be highly efficient in organic matter removal 
with efficiencies around 80%. They established that 
the most relevant operating parameters for this process 
are the HRT, SRT, r, and  factor. Sarioğlu et al. [4] 
applied the contact stabilization process to the domestic 
wastewater of Istanbul.
The experimental results showed that the treatment 
efficiency increases when the particulate COD 
fraction of an influent domestic wastewater increases. 
Efficiencies observed during the study were around 
82%. 
Table 1 presents experimental data of  WWTP with 
contact stabilization processes. 
Table 1. WWTP with contact stabilization processes
Facility
Flow rate 
(m3.d)
SRT 
(d)
F/M  
(kgBOD.
(kgMLSS.d)-1)
Akron, USA [23] 454 14 0.072
ECSD, USA [23] 1249 21 0.053
EUVSD, USA [23] 3444 34 0.030
UCSD, USA [13] 57.000 3.5 0.200
More recently, laboratory-scale biological systems 
studies were carried out by Universidad del Valle and 
Water Company of Cali (EMCALI EICE ESP) [24, 25], 
to treat domestic wastewater from Cali. Four activated 
sludge processes were evaluated: extended aeration, 
adsorption/bioxidation (A/B System), conventional, 
and contact stabilization. The results showed that the 
application of the activated sludge systems studied 
is feasible, since COD, BOD5, and TSS removal 
efficiencies were above 80%. In addition, the contact 
stabilization process allows the highest organic load 
removal with the smallest area requirements. 
This paper presents an analysis of the influence of the 
HRT and r in the performance of a contact stabilization 
process to remove organic matter and solids (COD, 
BOD5, and TSS, respectively) from the domestic 
wastewater of Cali. 
2.  METHODOLOGY 
The study was carried out at a pilot-scale wastewater 
treatment plant in the C-WWTP facilities of Cali. 
2.1.  Pilot plant
The pilot plant consisted of four sequentially disposed 
units for preliminary treatment (fine screen and two grit 
chambers), primary clarification, aeration (for CR and 
SR), and secondary sedimentation. The wastewater was 
collected with a submersible pump (Barnes®) located 
at the entrance of the grit chamber of the C-WWTP. The 
oxygen was supplied through membrane diffusers and 
a fine bubble blower system. The recirculation sludge 
sample was collected by means of a centrifugal pump 
(Barnes®). Figure 2 shows the pilot plant flowsheet, 
and Table 2 shows the description of units. 
Figure 2. Pilot plant flowsheetDyna 168, 2011 101
Table 2. Description of units 
Unit Volume (m3)
Contact reactor (CR) 1.99
Stabilization reactor (SR) 3.91
Secondary settler  5.45
2.2.  Wastewater
The pilot plant was fed with the raw wastewater 
which arrived to the C-WWTP that corresponds to 
Cali domestic wastewater. Table 3 summarizes the 
plant wastewater influent and primary effluent average 
quality parameters.
Table 3. Treatment plant wastewater influent and primary 
effluent average quality parameters
Parameter  Influent (raw 
wastewater)
Primary 
effluent
pH (units) 6.1 - 7.7 5.7 - 7.1
T (ºC) 23 - 29 23 - 29
Alcalinity (mg.L-1) 181 ± 37 166 ± 35
COD (mg.L-1) 411 ± 124 331 ± 78
BOD5 (mg.L-1) 275 ± 33 231 ± 67
BOD5/COD 0.60 ± 0.11 0.64 ± 0.15
TSS (mg.L-1) 162 ± 90 83 ± 53
VSS (mg.L-1) 121 ± 59 67 ± 38
2.3  Operational conditions 
The pilot plant was operated for a period of 183 days. 
The operation was conducted at different HRT and r 
values. Every HRT variation was called a phase of 
operation, for a total of three phases. In each phase of 
operation, r was varied to provide different operational 
conditions to assess the performance of the system. 
Table 4 shows the evaluated conditions in each phase. 
Table 4. Evaluated conditions in each phase
Phase
Influent 
flow 
(L.s-1)
HRT  
(h) CR
r  
(%)
HRT  
(h) SR
1 0.33 1.66
70 4.65
85 3.83
100 3.26
2 0.50 1.11
55 3.95
70 3.10
85 2.56
3 0.66 0.84
40 4.11
55 2.99
Samples were collected three times a week in the 
influent and effluent of the system and in the CR, SR, 
recirculation sludge, and discharge of excess of sludge. 
The analyzed parameters were: pH, temperature, 
alkalinity, COD, BOD5, TSS, and VSS. All analytical 
determinations were according to the Standard Methods 
for the Examination of Water and Wastewater [26] and 
the structure of activated sludge floc was observed with 
optical microscopy, according to Vazollér et al. [27] 
and Jiménez et al. [28].
For the selection of the operational conditions that 
showed the best performance in terms of COD 
removal efficiency, a statistical model for a completely 
randomized design was used. The tests for the data 
validation were Bartlet for homogeneity of variances 
and Kolmogorov-Smirnov for normality. In order to 
correct non-normality and stabilize subgroup variance, 
a Box-Cox transformation was used [24, 29].
3. RESULTS AND DISCUSSION 
3.1.  Analysis of operational conditions 
3.1.1.  Behavior of operation variables
SRT. Taking into account the results obtained by 
UNIVALLE-EMCALI [25], the initial value of SRT 
used in this study was around 10 d. With this condition, 
the effluent COD concentration was less than 60 mg.L-
1; nevertheless, the system showed a high incidence of 
sludge flotation in the settler, probably caused by the 
accumulation of the sludge in the secondary settler, 
whose decomposition processes produced gases that 
dragged the bottom sludge. 
Van Haandel and Marais [1] indicated that for tropical 
climate conditions, SRT values between 3 and 5 d 
are enough to ensure the development of predators 
of bacteria and an effluent with low concentration of 
organic matter. Considering these aspects, the operation 
of the system (Phase 2 and 3) was carried out with 
values of SRT around 6 d. The mean SRT varied 
between 9 and 12 d, 5 and 8 d, and 5 and 6 d for all 
three phases, respectively. 
The change of SRT to 6 d resulted in a significant 
reduction of the sludge flotation in the settler unit, 
without affecting the effluent quality. In all phases the Vásquez et al 102
effluent remained with a low COD concentration range 
(between 20 and 60 mg.L-1), reflecting that the SRT 
values maintained during the operation of the system 
allowed for the proper development of biological 
processes for the removal of organic matter. 
Solids in the system. The concentration of solids 
obtained in the different units showed an effect of 
increasing r, which was attributed to the increased speed 
of the settled sludge suction and which generated a less 
concentrated sludge recirculation. Another variable that 
could affect the stability of the solids concentration 
was the secondary settler performance, which did not 
allow a compaction and distribution of sludge proper, 
generating accumulation and decomposition of this 
material in this unit. Figure 3 shows the concentration 
of solids in the system.
Figure 3. Concentration of solids in the system
An important aspect was that in all operating 
conditions, the solids concentrations were maintained 
at values inferior than those typically recommended 
in the literature, which vary between 1000 and 3000 
mg.L-1 for CR, and between 4000 and 10000 mg. L-1 for 
SR [9]; however, the system performance in terms of 
removal of COD and TSS showed that the system can 
be operated with concentrations of VSS around 1500 
mg.L-1 for CR, and 3500 mg.L-1 for SR. 
In activated sludge systems, the biosorption process, the 
assimilation of organic matter, and a proper operation of 
aerated reactors depends on an adequate concentration 
of biomass in the reactor. This condition is improved 
in the contact stabilization process; because the sludge 
is separated into two reactors, where the distribution 
of the sludge is controlled by factor .
According to Alexander et al. [8], an  factor value 
of 0.1 can be sufficient for ensuring the biosorption 
of organic matter; however, Sarioğlu et al. [4] 
recommended an optimal value of 0.30. During the 
three phases,  factor values were between 0.1 and 
0.2, which according to the quality of the effluent of 
the system, were sufficient to ensure good performance.
Organic load. Influent BOD concentration constant 
values around 231 ± 67 mg.L-1 allowed similar average 
values of VOL in each phase. Figure 4 presents the 
behavior of VOL and F/M.  
Decreased HRT caused an increase in the VOL and 
F/M. As a result, values achieved in Phases 2 and 3 
exceeded the recommended maximum for this process 
between 0.2 and 0.6 kgDBO5.(kgSSV.d)-1. Although 
authors such us Ramalho et al. [30] argue that high 
values of F/M are related to filamentous organisms, and 
that this affect the sludge settling properties and quality 
of the effluent, our results showed that the contact 
stabilization process can be operated with high VOL 
without the occurrence of the growth of filamentous 
microorganisms. 
Figure 4. Behavior of the organic load applied
3.1.2.  Sludge quality 
Figure 5 shows the behavior of SVI. There is a clear 
trend of the sludge low settling properties (SVI > 
100 mL.g-1) associated mainly with the floc structure, 
which presented a small size, lower floc strength 
(open structure), and shear sensitivity, due to the low 
concentration of filaments. The mean floc size varied 
between 12 to 13 µm for the CR, and 9 to 16 µm for 
the SR. Dyna 168, 2011 103
Figure 5. Behavior of sludge volumetric index
According to Li and Ganczarczyk, cited by Wilen et al. 
[18] this floc size is very small, because typical sizes 
of flocs usually vary between 20 and 200 µm. Jenkins 
et al. [12] affirm that the presence of surfactants and 
toxic substances in wastewater can affect the formation 
of floc and the bioflocculation process reflected in the 
predominance of small sizes and dispersed floc.
Another variable that could affect the size of the floc 
was the turbulence caused by the aeration system. 
Although DO concentrations were maintained mainly 
between 1 and 4 mg.L-1 during the three phases, 
is possible that air bubbles could have caused the 
breakdown of the floc.
The Phase 3 operation was perturbed by electrical 
supply interruptions every 3 hours during a week. As a 
result, the system was operated intermittently, affecting 
the sludge settling properties, which was reflected in 
the increase in SVI.
3.2.  System performance 
3.2.1.  Effluent concentration and COD, BOD5, and 
TSS removal
Figure 6 shows effluent quality. Although in all 
operational conditions the effluent organic matter and 
solids concentrations were less than 60 mg.L-1; the 
overall behavior of effluent quality showed that the 
average concentration of COD, BOD5, and TSS have 
been affected by changes in r, and showed a slight 
increase with decreasing HRT in the CR.
Figure 6. Effluent quality
This condition described was related to the discharge 
of small flocs in the effluent as a result of the decrease 
in the sludge settling. However, we considered that this 
impact was not significant since removal efficiencies 
during all phases, COD, BOD5, and TSS, were above 
80% (See Figure 7), indicating a good affinity of the 
biomass with the influent wastewater. For the range 
of HRT evaluated, the concentrations obtained from 
MLVSS in CR and SR were appropriate for ensuring 
an effluent with low COD concentration. 
Figure 7. Removal efficiencies of COD, BOD5, and TSS
During the evaluation of Phase 3 with 40% r there was 
an increase in the average influent COD, BOD5, and 
TSS concentration. These increases were attributed to 
disruptions in the aeration system due to electricity 
supply interruptions in the C-WWTP, which caused 
instability in the process and reduced COD, BOD5, 
and TSS removal efficiencies up to values around 
50%; although most of the data were between 70 
and 90%, with average values of 79, 82, and 81% 
for COD, BOD5, and TSS, respectively, showing that 
despite operational drawbacks, the system continued Vásquez et al 104
to present good performance in terms of the removal of 
COD, BOD5, and TSS, and that the system can tolerate 
some external variations without significantly affecting 
performance.
3.2.2.   Organic load removal
Reduction of the HRT and the increase of VOL and 
F/M caused an increase in organic load removal (see 
Figure 8). These conditions can be associated with the 
fact that increasing organic loads in the system allow 
for better use of the adsorption capacity of the floc, 
because there is a greater availability of organic matter 
for the adsorption processes in the CR. 
Figure 8. Organic load removal and the relationship 
between organic load applied and removal
HRT values assessed for Phases 1, 2, and 3, 
corresponding to 100, 67, and 50 min, respectively 
(1.66 h, 1.11 h, and 0.84 h) were sufficient to allow 
for the biosorption and assimilation processes. These 
results are consistent with studies carried out by Eliosov 
and Argaman [31] and Guellil et al. [32] who showed 
that particulate matter is quickly adsorbed by the floc 
(between 20 and 40 min), although the degradation and 
absorption is relatively slow. 
During the operation of the system with different 
values of r, HRT in SR varied between 2.56 and 4.65 h, 
which ensured sludge with a high biosorption capacity 
reflected in an effluent with low COD, BOD5, and 
TSS concentration, and a high organic load removal. 
This aspect indicated that HRT ranges provided in SR 
with the different sludge recycle rate applied, were 
sufficient for allowing for the assimilation of organic 
matter and renewal of the active surface of the floc, 
since the hydrolysis, degradation, and assimilation of 
particulate organic material mainly occur in the SR, 
which completes the assimilation of soluble material 
that was not assimilated in the CR. 
3.2.3.  Selection of the optimal operation conditions
Sludge recycle rate. The overall results showed that in 
the three evaluated phases it is possible to obtain removal 
efficiencies of COD, BOD5, and TSS above 80%. In order 
to choose a specific operational condition in the system, 
the average values of COD load removal were compared 
using analysis of variance (ANOVA) and orthogonal 
contrast. Table 5 shows the results obtained from the 
analysis of COD load removed in each r evaluated.
Table 5. Average values of COD load removal
Phase
HRT (h)
r (%)
COD load  
removal 
(kg.d-1)
ANOVA 
(p-Value) CR SR
1 1.66
4.65 70 9.36
0.925 3.83 85 8.74
3.26 100 9.58
2 1.11
3.95 55 12.77
0.625 3.10 70 13.82
2.56 85 12.82
3 0.84
4.11 40 14.05
0.088
2.99 55 16.71
The ANOVA did not show any significant differences 
between the evaluated r values (p-value > 0.05), 
indicating that in terms of COD load removal for each 
phase, it is possible to use any of the r values and obtain 
similar results for COD load removal. These findings 
suggest that the variation in the sludge recycle rate 
do not affect the performance of the system in terms 
of the COD removal; however these results must be 
interpreted with caution because the effluent COD and 
the solids concentration in the system may vary. 
For this reason it is important to consider that the sludge 
recycle rate affects the solids concentration in the SR 
and the solids are very important for the biosorption 
processes in the CR [29]; accordingly, the lowest 
values of r were selected, because for each phase they 
guaranteed the higher solids concentration in the SR. Dyna 168, 2011 105
Table 6 presents a summary of the best operational 
condition found for each phase, and average values that 
must be guaranteed for the main operational variables.
Table 6. Summary of the operational condition found for 
each phase
Variable Phase1 Phase2 Phase3
HRTCR (h) 1.66 1.11 0.84
HRTSR (h) 4.65 3.95 4.11
r (%) 70 55 40
SRT (d) 6.0 6.0 6.0
MLVSSCR (mg.L-1) 1696 1473 1125
MLVSSSR (mg.L-1) 3896 3683 3173
 factor 0.18 0.16 0.14
VOL  
(kgBOD5.(m3.d)-1)
0.87 1.47 2.13
F/M 
(kgBOD5.(kgVSS.d)-1)
0.27 0.50 0.89
Hydraulic retention time. The overall analysis of 
system performance showed that decreasing the HRT 
in CR and increasing the organic load applied to the 
system improves the biosorption process, due to the 
increased amount of organic matter per unit volume. 
Table 7 shows the COD load removed in each phase 
and the results obtained for ANOVA and comparisons 
to select the HRT that presents de highest removal of 
COD load. 
The ANOVA (p-value < 0.05) showed that there was 
a significant difference in the removal of COD load 
in the phases; therefore, partial comparisons were 
made between phases. The level of p-value for the 
comparison of the COD load removed between phases 
1 and 2 was < 0.001 which shows there was a significant 
difference in Phases 1 and 2, and Phase 2 presented the 
major COD load removal.
Table 7. Statistical analysis for the selection of the phase
Pruebas Value
COD load removal 
Phase 1 (kg.d-1)
9.28 ± 2.30
COD load removal 
Phase 2 (kg.d-1)
13.18 ± 2.31
COD load removal 
Phase 3 (kg.d-1)
15.25 ± 4.44
Pruebas Value
Transformation Ln (Y)
ANOVA (p-value) 7.861 x 10-7
R2 0.477
Comparison*  Phase1 y Phase2
H0:
∑ ∑
= =
=
6
4
3
1 3 3 i
i
i
i τ τ
Ha:
∑ ∑
= =
≠
6
4
3
1 3 3 i
i
i
i τ τ
Pvalue <0.001
Comparison* Phase2 y Phase3
Null hypothesis -H0:
∑ ∑
= =
=
8
7
6
4 2 3 i
i
i
i τ τ
Alternate  
hypothesis -Ha: ∑ < ∑
= =
8
7
6
4 2 3 i
i
i
i τ τ
Pvalue 0.042
* Compared by orthogonal 
contrasts
Likewise, the comparison between Phases 2 and 3 
(p-value < 0.05) showed that Phase 3 presented the 
higher COD load removal, and this confirmed the 
previous analysis in which we mentioned that an 
increase in VOL applied to the system caused by the 
reduction of HRT in CR (increased inflow) favored the 
removal of the COD load, due to better utilization of 
the biosorption capacity of the floc.
From these results, the evaluated conditions in phase 3 
can be recommended as an operational condition for the 
contact stabilization process in the secondary treatment 
of Cali domestic wastewater, for a r of 40%. Table 7 
summarizes the operational conditions that must be 
maintained for such performance.
Table 8. Selected operational conditions for the process
Variable Value
HRTCR (h) 0.84
HRTSR (h) 4.11
r (%) 40Vásquez et al 106
Variable Value
SRT (d) 6.0
MLVSSCR (mg.L-1) 1125
MLVSSSR (mg.L-1) 3173
 Factor 0.14
VOL (kgBOD5.(m3.d)-1) 2.13
F/M (kgBOD5.(kgVSS.d)-1) 0.89
4. CONCLUSION
Organic load removal by contact stabilization process 
has a potential application for the secondary treatment 
of the domestic wastewater of Cali. 
For the domestic wastewater of Cali, the operational 
conditions in the contact stabilization process that 
allowed us to obtain the best performance in terms of 
removal efficiencies of COD, BOD5, and TSS were an 
HRT of 0.84 h in CR, and 4.11 h in SR, with an r of 40%. 
In order to guarantee this performance, average values of 
SRT of 6 d, VOL of 2.13 kgBOD5.(m3.d) -1, F/M of 0.89 
kgBOD5.(kgVSS.d)-1, and an MLVSS of 1125 mg.L-1 in 
CR, and 3173 mg.L-1 in SR must be maintained 
The increase of organic load in the system allows for 
better use of the biosorption capacity of the floc because 
there is a greater availability of organic matter for the 
development of microorganisms in the system.
The hydraulic retention time and the sludge recycle rate 
have a significant influence on the concentration of VSS 
in the system, since the increase of the inflow and the 
sludge recycle rate generate higher suction of sludge, 
affecting compression, thickening and sludge recirculation 
concentration, which promotes the recirculation of a 
diluted sludge and less compacted solids concentration. 
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